FILLING THE VARTA FUNSTART AGM

4. Checking the battery acid flow
Leave the holder for at least 20 minutes.
You may have to gently tap to release air
from the housing.

1. Preparing the battery
Place the battery on an even surface and remove
the sealing strip.

2. Preparing the battery acid holder
Remaove the sealing strip — later to be used

for sealing the battery — from the holder.

NB: Do not damage the seals on the openings.

5. Removing the holder

Once the acid holder is completely
empty, carefully pull it away from the
battery.

3. Filling with battery acid

Turn the battery acid holder around and align it
with the six feed openings of the battery. Now
press the holder firmly downwards.

NB: Do not tilt the holder.

6. Sealing the battery

Firmly press the sealing cap strip
into the feed opening.

NB: The sealing strip must never
be removed again.

Tip: You'll find a detailed description in
the instruction manual.



